
Question:
What are the connections for a networked system?

Group control
Master Slave 1 Slave N

OUT+ OUT+ OUT+
OUT- OUT- OUT-
IN+ IN+ IN+
IN- IN- IN-

Screen to be Earthed Screen to be Earthed
BOTH ends BOTH ends

Multisplit

Master Slave 1 Slave N

OUT+ OUT+ OUT+
OUT- OUT- OUT-
IN+ IN+ IN+
IN- IN- IN-

Screen to be Earthed Screen to be Earthed
BOTH ends BOTH ends

Screen to be Earthed Screen to be Earthed
BOTH ends BOTH ends
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(Possible second question) How do I programme units for networking?

PROGRAMMING LINKS

MULTI-SPLIT GROUP CONTROL

MASTER MASTER
SPLIT MAS SLA DATA SPLIT MAS SLA DATA
o   o o   o   o JP1 o   o o   o   o JP1

To To
Outdoor Outdoor 

Unit Unit
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